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NEXT ASS7Y: FINAL ASS’Y:

NOTES:

DSUPPORT PIPE EVERY 6 FEET USING A UNISTRUT J1210 PIPE HANGER, HTHRO3T
THREADED ROD, AND P2682 BEAM CLAMP (CEILING MOUNTED). ANCHOR BEAM CLAMP
USING HILTI HDA-P MI0O UNDERCUT ANCHORS AT CEILING. FASTEN THREADED ROD
USING 3/8 NUTS AND FLAT WASHERS ABOVE AND BELOW EACH DEVICE.
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(25" ) ' SEE. INSTALL UNISTRUT P2543 BRACKETS EVERY 6 FEET. FASTEN BRACKET USING 1/2
HILTI HAS-E THREADED ROD ANCHORS. EMBED RODS A MINIMUM OF 2 1/8 INCHES
0 N B USING HIT HY 150 ADHESIVE.
) o 3. USE P2558 SERIES UNISTRUT PIPE CLAMPS, CHANNEL NUTS, MACHINE SCREWS, AND
5 1375 | FLAT WASHERS ON ALL UNISTRUT PIPE SUPPORTS.
»lNSTALL TRAPEZE HANGERS EVERY 8 FEET USING UNISTRUT P1000 BEAM, HTHR 037
y ] R | THREADED ROD, AND P2682 BEAM CLAMPS (CEILING MOUNTED). ANCHOR BEAM CLAMP
///i///// — ) Y4 fi//i/f;// P USING HILT! HDA-P MIO UNDERCUT ANCHORS. FASTEN THREADED ROD USING 3/8
B , e % ;7// s /. 7/// B ,ﬁf!,j7// B NUTS AND FLAT WASHERS ABOVE AND BELOW EACH DEVICE.
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